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Chapter SPS 316

ELECTRICAL
Subchapter| — Administration and Enfor cement SPS 316.300 Wiring methods.
SPS 316.001 Purpose. SPS 316.310 More than three current-carrying conductors in a raceway or cable.
SPS 316.002 Scope. SPS316.312 Cabinets, cutout boxes and meter socket enclosures.
SPS 316.003 Application of rules. SPS 316.314 Outlet,device, pull and junction boxes; conduit bodies; fittings; and
SPS 316.004 Authority. manholeenclosures.
SPS 316.005 Petition for variance. SPS 316.334 Nonmetallic—sheathed cableyfes NM, NMC and NMS.
SPS 316.006 Penalties. SPS 316.358 Uses permitted.
SPS 316.007 Fees. SPS 316.400 Uses not permitted.
SPS 316.008 Appeals. SPS 316.406 Tamper-resistant receptacles in dwelling units.

SPS 316.450 Transformers and transformer vaults.

SPS 316.51 Classifications of locations.

SPS 316.620 Branch circuits for other utilization equipment.
SPS 316.675 Disconnecting means.

Subchapter Il — General Requirements

SPS 316.009 Construction and operation.

SPS 316.010 Inspection and maintenance.

SPS 316.01  Electricalinspection of public buildings and places of employment

SPS316.012  Use of approved materials and construction methods. SPS 316.680 Equipotential bonding.

SPS 316.013 Electric fences. SPS 316.700 Emegency systems.

SPS 316.014 Adoption of standards by reference. SPS 316.701 Legally required standby systems.
Subchapter Il — Changes, Additions or Omissions to the NEC Subchapter IV — Electrical Inspection

SPS 316.015 Changes, additions or omissions to NEC. SPS 316.900 Purpose.

SPS 316.090 Purpose, scope and enforcement. SPS 316.905 Scope.

SPS 316.100 Definitions. SPS 316.910 Application.

SPS 31610 Requirements for electrical installation. SPS 316.915 Definitions.

SPS 316.210 Branch circuits. SPS 316.920 Authority.

SPS 316.220 Branch—circuit, feeder and service calculations. SPS 316.930 Electrical plan review

SPS 316.225 Outside branch circuits and feeders. SPS 316.940 Inspections.

SPS 316.230 Services. SPS 316.950 Connection of electric service.
SPS 316.250 Grounding and bonding. SPS 316.960 Technical assistance.

hNOtteil S_ﬂgpltgr ILHR 16 tasd i{écwti_ste('i\l on Octt)obelr 31193 8138é r\]NaSt re?f‘slsmlgmd a_tas yards, carnivals, parking and other lots, mines, trenches and
chapter was creates ive November 1, ; Chapter asi ; ; ;
existedon February 29, 1988 was repealed and a new chapter ILHR 16 was creéfégnds‘and mg{ustnal substations. )
effectiveMarch 1, 1988; Chapter ILHR6 as it existed on October 31, 1990, was  (b) Installations of conductors and equipment that connect to
repealecand a nevehapter ILHR 16 was createdegftive November 1, 1990. Chap the supply of electricity
ter ILHR 16 wagenumbere@¢hapter Comm 16 under s. 13.93 (2m) (b) 1., Stats., and | 2 . .
correctionsmade under s. 13.93 (2m) (b) 7., Stats., Regiategust, 1996, No. 488. (c) Installations of other outside conductors and equipment on
ghaptter ggmm éﬁ \é\g?lre’\%uné?vzsrej chapter SPS 316 under s. 3.2 (4) () L, Sats.,  the premises.

egister Decembe . 672. . . .

Note: Chapter Comm 17 was repealeftetive October 1, 1999. Sections comm  (d) Installations of optical fiber cable.
16.60t0 16.67 were created to replace ch. Comm 17. (e) Installations in buildings used Hyeelectric utility such

Note: Subchapter Il of Ch. Comm 16 (sections Comm 16.15 through 16.52) / TPy :
it existed on February 28, 2009 was repealed and a new subchapter Il was cre%%gﬁlce bUIldIngS, warehouses, garages, machine shops and rec

effective March 1, 2009. reationalbuildings, that are not an integral part of a generating
plant, substation or control center
Subchapter| — Administration and Enfor cement (f Inspections of electrical construction of farms, public
buildingsand places of employment.
SPS 316.001 Purpose. (1) PRACTICAL SAFEGUARDING. (2) Not coverep. This chapter does not cover:

Pursuanto ss. 101.02 (1), 101.63 (1), 101.73 (1), and 101.82 (1), (a) Installations of electric conductors aeguipment in ships,
Stats. the purpose dtis chapter is the practical safeguarding ofvatercraft other than floating buildings, railway rolling stock, air
personsand property from hazards arising from the installatioeraft, or automotive vehicles other than mobile homes and-recre
anduse of electricity ationalvehicles.

Note: Hazards often occur because of overloading of wiring systems by methods (b) Installations of electric conductors and equipment for gen
or usage not in conformity with this chaptéfhis occurs because initial wiring did . . S X .
not provide for increases in the use of electricityn adequate initial installation and eration,transformation or distribution of power used exclusively

reasonablg@rovisionsfor system changes will provide for future increases in the uday railways for signaling and communication purposes.

of electricity (c) Installations of communication equipment under exclusive

(2) CopEeINTENTION. This chapter is not intendes a design ¢ontrol of communication utilities, located outdoors or in building
specificationor as an instruction manual for untrained personsspacesised exclusively for such installations.

Note: The Wsconsin state electrical code is issued and administered by the . . . . . .
departmen@nd by the public service commission in 2 chapters ofMiseonsin (d) Installations, including associated lighting, under the
administrativecode. The departmehas the responsibility for issuance and adminisexclusivecontrol of electric utilitiedor the purpose of commu
tration of this chapterand the public service commission has the responsibility fqfjcations metering, generation, control, transformation, trans
issuanceand administration of ch. PSQ4 PR ! distrib t.’ f electri ’ S’ h installati ' hall

History: Cr. RegisterOctober1990, No, 418, &f11-1-90; CR 08-047enum,  MISSIONOr distribution of electric engy. such installations sha
from Comm 16.01 and am. (2) Register February 2009 No. &38-¢f09;corec  belocatedin buildings used exclusively by utilities for such pur
tionin (1) made under s. 13.92 (4) (b) 7., Stats., Register February 2009 No. 63§oses; outdoors on property owned or leased by the utitityr

along public highways, streets, roadsonilar public thorough

SPS 316.002 Scope. (1) Covereb. This chaptecovers: fares;or outdoors on private property by established rights such
(a) Installations of electric and communication conductors af§€asements.
equipmenin places of employment, within or on public gré (e) Installations for the purpose of street or area lighting owned
vatebuildings or other structures, including mobile homes, recrand under exclusive control of electrical utilities or municipal
ationalvehicles,and floating buildings; and other premises sucélectricdepartments where located outdoors on property owned
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or leased by the utility; on @long public highways, streets, road$08/266-1818r 608/264-8777 (TTY), or at the Safety aBdildings web site:

or similar public thoroughfares; or outdoors on private propertjtP:/dsps.state.wi.us. .

. . . © History: Cr. RegisterOctober 1990, No. 418, &€f11-1-90; rand recr Register
by established rights such as easements, where such 'nSta”at!sféﬂgmgeag%, No. 525, 6110.-1-66: CR 08-047: renum. ffom Comm 16.05.Reg
arein compliance with ch. PSCl4. ister February 2009 No. 638,feB-1-09;correction made under s13.92 (4) (b)

History: Cr. RegisterOctober 1990, No. 418, €f11-1-90 am. (1) (b) and (c), 7., Stats., Register December 2Q1No. 672.
RegisterMarch, 1994, No. 459, e#4-1-94; cr(1) (e), rand recr(2) (d), (e), Regis

ter, August, 1996, No. 488, feP-1-96; cr (1) (f), RegisterSeptember1999, No. . . . . .
525,eff. 10-1-99; CR 02-072: am. (2) (€) Register April 2003 No. 56&e1-03; SPS 316.006 Penalties. Penalties for violations of this

CR08-047: renum. from Comm 16.02 Register February 2009 No. 638;2f09.  chaptershall be assessed in accordance with s. 101.02a(tR)
(13),0r s. 101.88 (3), Stats.
SPS 316.003 Application of rules. (1) TyPES OF Note: Section 101.02 (13) (a), Stats., indicates penalties will be assessed against
INSTALLATIONS. The provisions of this chapter apply to méw any employeremployee, owner or other person who fails or refuses to perform any

: . . . . duty lawfully enjoined, within the time prescribed by the department, for which no
installations reconstructions, alterations and extensions. penaltyhas been specifically provided, or who fails, neglects or refuses to comply

(2) TesTinG. Rooms which are used exclusivéy routine or  with any lawful order made by the department, or any judgment or decree made by
specialelectrical test work and are under the supervision ofa qugrycourt in connection with ss. 101.01 to 101.25, Stats. _For_each violation, failure
ified person shall comply with this chapter where practicable fglr!_refusal, the employee, owner or other person must forfepay.\mtqthe state trea

' . rya sum not less than $10 nor more than $100 for each violation.
the character of the testing done. Note: Section 101.02 (12), Stats., indicates that every day during which any per

(3) EXISTING INSTALLATIONS. EXxisting electrical installations Sor.persanseorporation or arly 6er agent or employee thereof, fails fo observe
shallconform to the electrical codeat applied when the installa Sioiinof such ardor - o ot Wil constiiute & separaieliamct
tions were installed. An existing electrical installation may be History: Cr. RegisterOctober 1990, No. 418, &11-1-90; am., RegisteSep
requiredto be brought into compliance with the current cedetember,1999, No. 525, &10-1-99; CR 08-047: renum. from Comm 16.06 Register
requirementdy the department and within thime period deter ~February2009 No. 638, éf3-1-09.
minedby the department when a hazard to life, health or property
existsor is created by the installation. SPS 316.007 Fees. Fees for petitions for variance, elec

(4) Repairs. Repairs to electrical installations shall confornific@l plan review and electrical inspections issued uritlir
to the electrical code that applied when the installations W&BHQSE?SZ?ILSe'stSl:Sb?ﬁ:: :;gspr\?ocglzesdelf%cq. Q%PCSR%SZC;n .

i i i i ; i . Cr i , No. , -1-99; —-072: am.
installed. A repair may be requireid be brought into compliance Registerapril 5003 No. 568, d15-1-03: CR 08-047- renum. from Commm 16.065
with the current cods’requirements by the department iilthin  Register February 2009 No. 638, & 1-09:correction made under s. 13.92 (4)
the time period determined by the department when a hazardtor., Stats., Register December 20No. 672.

life, health or property exists or is created by the repair

History: Cr. RegisterOctobey 1990, No. 418, &f11-1-90; CR 02-072: and SPS 316.008 Appeals. (1) APPEAL OF LOCAL ORDER.
recr.(3), cr (4) Register April 2003 No. 568,fe6—-1-03; CR 08-047: renum. from : B . -
Comm16.03 Register February 2009 No. 638, 2£1-09. Any person décted by a local order whicghay be in conflict with

aprovision of this chapter may petition the department for a hear
SPS 316.004 Authority. (1) DEPARTMENT AUTHORITY. ing onthe grounds that the local order is unreasonable and4n con

The department shall have the authority and responsibility fJict With the provision of this chapteAll appeals shall be acted
interpretingthis chapter and the National Electrical Code, an@h @nd & decision in writing shall be issued by the department
grantingspecial permission as specified in this chapteformal ~ Within 30 business days of receiving an appeal.

interpretationof this chapter shall remain infeft until rescinded |N°tea Section 1_01-0f1 (1) (), Stats., defi_rres “Iogalfor?der” as ang/ orcéinafmce, order
h d or until the edition of the Natiomécirical Code js e " determination of any commamuncil, board of aldermen, board of trustees
or change or the village board, of any village oity, or the board of health of any municipality

changed in s. SPS 316.014. or an order or direction ainy oficial of such municipalityupon any matter over

(2) MUNICIPAL AUTHORITY. Municipalities may exercise jugis Whichthe department has jurisdiction.

diction over inspection of electrical construction covered by the (2) PETITION OF ADMINISTRATIVE RULE. Pursuant to £227.12,
scopeof this chapter For publicbuildings and places of employ Stats.any municipality corporation or any 5 enore persons hav
ment,s. SPS 316.920 (2) specifies the conditions reqdised iNg an interest in an administrative rule may petitiondbpart
municipalitiesto exercise this jurisdiction. mentrequesting the adoption, amendment or repeal of the rule.

Note: Section SPS 320.02 (1) (a) prohibits any municipdiityn adopting an History: Cr. RegisterOctobey 1990, No. 418, &f11-1-90; CR 08-047enum.
ordinanceestablishing restrictions on the electrical construction of one— and twdom Comm 16.07 Register February 2009 No. 638 3efL-09.
family dwellings covered by the Uniform Dwelling Code.

Note: Subsection (2) provides municipalities with the authority to enforce this :
chapterand the National Electrical Cod&ee sub. (1) for the authority for interpret SUbChapter Il — General Requwements
ing the rules of this chapter and the National Electrical Code.

Note: Section SPS 361.03 (4) (b) prohibits any municipality from adopting an SPS 316.009 Construction and operation. (1) GEN-

ordinanceestablishing restrictions on the electrical construction of multifamily . . . K
dwellingsas defined in s. SPS 362.0202. ERAL. All electrical power and communication equipmand

History: Cr. RegisterOctober 1990, No. 418, & 11-1-90; am. (1), Register lines shallbe constructed, installed, operated and maintained so

August,1996, No. 488, &f9-1-96; am. (2and r (3), RegisterSeptember1999, No. ATt : : H
525, eff. 10-1-99;CR 08-047: renum. from Comm 16.04 Register February 200351[0 minimize hazards to life and proper#il electrical installa

No. 638, ef. 3-1-09; corrections made under s. 13.92184¥ ., Stats., Register Feb tlonsshall conform to the National Electrical Code, incorporated

ruary 2009 No. 638correction in (1), (2) made under s. 13.92 (4) (b) 7., Stats., hy reference in thishapterand the requirements specified in this
Register December 201 No. 672. c%apter pter q P

L. . Note: The federal and state Fair Housing Acts, the federal Americans with Dis
SPS 316.005 Petition for variance. The department abilities Act and the Miéconsin Commercial Building Code (chs. SF&. to 366)

shall consider and may grant a variance to a provision of this chapntainrequirements relating to makihgildings accessible to and usable by people

ter in accordanceith ch. SPS 303. The petition for variance Shap'ith disabilities. Some of those requirements apply to the installation of vetémus
' ’ rical devices. For example, in the federal fair housing accessibility guidelines,

include, Where_ ap_pllt_:ab_le! a position statement from the flr(?evicessuch as lighswitches, electrical outlets, thermostats and other environmental
departmenhavmg jurISdICtlon. controlswould meet the requirements if operable parts of the controls are located no
Note: Chapter SPS 303 requires thigbmittal of a petition for variance form higherthan 48 inches, and no lower than 15 inches, above the fldhe reach is
(SBD-9890)nd a fee, and that an equivalency is established in the petition for vaver an obstruction between 20 and 25 inches in depth, the maximum height is
ancethat meets the intent of the rule bepwgitioned. Chapter SPS 303 also requireseducedo 44 inches for forward approach; oridéhes for side approach, provided
the department to process regular petitions within 30 business days and priority piée obstruction is no more than 24 inches in depth. Complete copies of the federal
tionswithin 10 business days. Fair Housing Accessibility Guidelines or the federal Americans with Disabilities Act
Note: Form SBD-9890 is available at no apafrom the department at the Safety Accessibility Guidelines can be obtained from t8aperintendent of Documents,
and Buildings Division, FO. Box 2509, Madison WI 53701telephone New Orders, FO. Box 371954, Pittsbgh, A 15250-7954.
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(2) INSTALLATIONS OVER 600 VOLTS. Installations over 600 Note: Copies of the National Electrical Code can be obtained from the National

volts shall, in addition to the requirements of this chajemply gggzgi‘;tggg{;?e&?ﬁg '{"1'335_23'292”5‘35”5‘_ Centetl Tracy Drive, Aon, MA

with ch. PSC 14. History: Cr. Register Octobey 1990, No. 418, &f11-1-90; am. (1), Register
History: Cr. RegisterOctobey1990, No. 418, &f11-1-90; CR 08-047enum.  March, 1994, No. 459, £f4-1-94; am. (1), RegisteAugust, 1996, No. 488, fef
from Comm 16.08 Register February 2009 No. 638 3efl-09. 9-1-96y. and recr RegisterSeptemberl999, No. 525, &f10-1-99; CR 02-072:

r. (1), renum. (2) to be Comm 16.12 and am. Register April 2003 No. 568;&f03;
) ) CR 05-010: am. Register August 2005 No. 58, 9-1-05; CR 08-047: renum.
SPS 316.010 Inspection and maintenance.  All elec  from Comm 16.12 and am. Register February 2009 No. 68&-¢f-09.

trical installations and equipment shall be cleaned and inspected . o
atintervals aexperience has shown to be necessany equip  Subchapter Il — Changes, Additions or Omissions to
ment or electrical installation known to be defective sotas the NEC

endangetife or property shall be promptly repaired, permanently

disconnectedor isolated until repairs can be made. Construction, SPS 316.015 Changes, additions or omissions to
repairs,additions and changes to electrical equipment and cddEC. Changesadditions or omissions to the National Electrical

ductorsshall be made by qualified persons only Code(NEC) are specified in this subchapter and are rules of the
History: Cr. RegisterOctobey 1990, No. 418, &11-1-90; CR 08-04#enum.  departmenand not requirements of the NEC.
from Comm 16.09 Register February 2009 No. 638,3ef1l-09. Note: The referenced NE@&rticle or section number will correspond with the SPS

designatiommumber and title and will precede the text of the rule. Example: SPS
316.100[NEC 100].

SPS 316.011 Electrical inspection of public  build - History: CR 08-047: crRegister February 2009 No. 638, 8-1-09.
ings and places of employment. Inspection ofelectrical
constructionrelating to public buildings and places of employ SPS 316.090 Purpose, scope and enforcement.  The
mentshall comply with the requirements of subch. IV requirements specified in NEC 90.1, NEC 90.2 and NEC 90.4 are

History: Cr. RegisterOctober1990, No. 418, &f11-1-90; am., Registeep ~ Notincluded as part of this chapter
tember,1999, No. 525, &f10-1-99; CR 08-047: renum. from Comm 16.10 Register History: CR 08-047: crRegister February 2009 No. 63&. 8-1-09.
February2009 No. 638, éf3-1-09.

) SPS 316.100 Definitions. (1) ApbiTions. The follow
SPS 316.012 Use of approved materials and con- ing are department definitions in addition to the definitions in
struction methods. (1) MATERIALS. Materials, equipment NEC 100:

andproducts which do not comply with the requirementthif (a) “Department” means the department of safety and profes
chaptershall not be usednless approved in writing by the departsjonal services.

ment. Approval of materials, equipment and products shall be () “Floors” means stories as specified in chs. SPS 361 to 366.
basedon suficient data, tests and other evidence that prove the (c) “Nonrated construction” meang{es Ill, IV and V con

material, equipment or product meets the intent of the requirgy., stionin accordance with chs. SPS 361 to 366 andrisidered
mentsof this chapter Data, tests and other evidence shajbioe to be nonfire—rated for the purposes of this chapter

vided by a qualified independent third party P R . o
Note: Examples of a qualified independent third party include a nationally-reco (d) Private sewage system has the meaning SpeCIerd under

nizedtesting laboratory and a professional engineer .145.01 (12), Stats.

. ; ; Note: Under s. 145.01 (12), Stats., “private sewage system” means a sewage treat
(2) M ETHODS_OF 'NSTALLATlO_N' Methc_)ds of installation which ment and disposal systesarving a single structure with a septic tank and soil absorp
do not comply with the regulations of ttéhapter shall not be usedtion field located on the same parcel as the structure. This term also means an alterna

unlessapproved by the department. tive sewage system approved by the department including a substitutegeptice
. tankor soil absorption field, a holding tank, a system serving more thastroicéure
(3) NEWPRODUCTSCONSTRUCTIONSORMATERIALS. The inCof  or a system located andifferent parcel than the structure. A private sewage system

porated National Electrical Code may require new products;aybe owned by the property owner or a special purpose district.

constructionsor materials which may not be available at the time (2) SussTiTuTiOns. The following department definitions are

this chapter is adopted. In such event, the departmenperayit Substitutionsfor the respective definitions in NEC 100:

the use of the products, constructions or materials which comply (a) “Building” means a structure that stands alone or is-sepa

with a previous edition of the National Electrical Code. ratedfrom adjoining structures by fire walls having not less than
History: Cr. RegisterOctobey 1990, No. 418, &11-1-90; CR 02-072:and ~ a 3—hour fire—resistance rating with all openings in the wal pro

recr. (1) Register April 2003 No. 568,fe6-1-03; CR 08-047: renum. from Comm tacted with 3—hour rated fire door assemblies.

16.11Register February 2009 No. 638, &-1-09. Note: See chs. SPS 361 to 366 for fire-resistance standards.

. . b) “Special permission” means a petitiéor variance in
SPS 316.013 Electric fences. The following are depart acéo)rdan(?evvith SPSPS 316.005. P

mentrules in addition to the requirements of the NEC: History: CR 08-047: crRegister February 2008o. 638, &f 3-1-09;correction

(1) ELECTRICFENCECONTROLLERS. (a) Electric fence control 1" (3) (@), (b). (0), (2) (b) made under s. 13.92 (4) (b) 6., 7., Stats., Register Decem
lersshall be of a type listed by a nationally recognized testing la T

oratory. SPS 316.110 Requirements for electrical installa -

(b) Electric fence controllers shall be installed and uséldein tion. (1) INSTALLATION AND USE. Substitute the following word
exactmanner and for the exact purpose indicated by the manuferg for the requirements in NECLQ.3 (B): Listed or labeled
turer’sinstructions, markings, listings or labels. equipmenthall be installed or used, or both, in accordance with

(2) GrounpinG. Electric fence controllers shall be grounde@ny instructions included in the listing or labeling, provided the
asspecified in NEC 25@xcept that where stray voltages in dairyws;ruct!ons,llstlng_or Iabellng do not conflict with this chapter
barnsor milking parlors create physical problems to the animals,'Sto: CR 08-047: crRegister February 2009 No. 638, &+1-09.
the use of a single made electrode shall be permitted. SPS 316.210 Branch circuits.

: ; (1) IDENTIFICATION FOR
History: CR 08-047: crRegister February 2009 No. 638, 8~1-09.

BRANCH CIRcUITS. This is a department informational note to be
usedunder NEC 210.5 (C):

SPS 316.014 Adoption of standards by reference. Note: For 277/480s0lt systems, the recommended wire colors are brown, orange
The National Electrical CodeyEC-2008, subject to the changesandyellow. For 120/208 volt systems, the recommendid colors are black, red
additionsor omissionspecified in subch. 11, is hereby incorpo "%
ratedby reference into this chapter (2) GROUND-FAULT CIRCUIT-INTERRUPTER PROTECTION FOR

Note: Copies of the National Electrical Code are on file in tfieesf of thedepart PERSONNEL. (a) Dwe”'ng units SUbs_t!tUtahe fOHOW'ng Wordmg
mentand the legislative reference bureau. for NEC 210.8 (A) (7): Laundry utility, bedroom and wet bar

RegisterDecember 201 No. 672
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sinks,where the receptacles are installed within 6 feet of the out SPS 316.225 Outside branch circuits and feeders.

sideedge of the sink. (1) CLEARANCE FOROVERHEAD CONDUCTORSAND CABLES. This is
(b) Exception. This is a department exception to the required department rule iaddition to the requirements of NEC 225.18:
mentsin NEC 210.8 (A). Conductorf not over 600 volts nominal shall have a clearance

_ N . of at least 24.5 feet over track rails of railroads.
Exception: Ground-fault circuit—interrupter protection shall not
r (2) CLEARANCESFROM BUILDINGS FORCONDUCTORSNOT OVER

be required for a single receptacle providing power for sump o . . .
. N .o B00VOLTS. Substitute the following wording for NEC 225.19 (A)
sewagepumps where an accessible ground-fault ClrCu't_"megxceptionNo. 4: The requirement for maintaining the vertical

rupterprotected receptacle located within 900 mm (3 ft) of the (|oo/ances feet from the edge of the roof does not apply to the
non-GFClprotected receptacle. final conductor span to the building.

(c) Other than dwelling unitsThis isa department rule in addi  (3) Numser oF suppLIES. The following are department rules
tion to the requirements &fEC 210.8: All 125-volt single phasein addition to the requirements in NEC 225.30:
15-and 20—ampere receptacles installed in the repair areas an
storageareas in commercial garagebere electrical diagnostic
equipmentglectric hand tools or portable lighting equipment m
be used shall have ground fault circuit—interrupter protection f
personnel.

(3) BRANCH CIRCUITSREQUIRED. This is a department rule in

fja) For the purpose of this section, multipéeders that are

suppliedfrom the same distribution point, rated 300 amperes or
reaterand supply not more than 6 disconnecting means grouped
tthe same location are considered one supply

(b) Multi-occupancy buildings or structures may have one set

o2 : - . of branchcircuit conductors installed from a dwelling unit to the
additionto the requirements of NEC 210:1Where an air condi o - :
tioner sleeve is provided in a building wall, a receptacle Ou“g{econcbundlng or str'uc.tures’ respective occup'led sng:e.
shallbe located within 4 feet of the sleeve. If a circuitismot ~ (4) LOCATION. This is a department rule in addition to the
to the outlet, a raceway shéié provided. When the air condi requirementof NEC 225.32: Théuilding disconnect required
tionerisinstalled in the sleeve, it shall be supplied by an individuly NEC 225.31 shall be located in accordance with s. SPS 316.230

branchcircuit. A receptacle outlet installed fan air conditioner

may not be counted as one of the receptacles required by N!E@Oteﬁ.s.?e ch% pPSClu re_garding"glearances of conductorﬁ of O\I{er 600 volts and
210.52(A). or prohibition of constructing dwellings under or near overhead lines.

2 A . (5) CLEARANCES OVER ROADWAYS, WALKWAYS, RAIL, WATER
(4) ARC-FAULT CIRCUIT-INTERRUPTERPROTECTION. (&) EXCEP-  \\p openLanD. Substitute the following wording fahe note to

tion. This is a department exception to teguirements in NEC \ec 225 60 ©):

210.12. Note: For clearances of conductors of over 600 volts, see ch. P&C 1
Exception: The requirements regarding arc—fagiltcuit-inter (6) CLEARANCES OVER BUILDINGS AND OTHER STRUCTURES.
rupterprotection shall take #&fct on January 1, 2010. Substitutethe following wording for the note to NEC 225.@):

(b) Dwelling units. Substitute the followingvording for NEC e, 268 o0 B et e O ermoad fnes. = o™
210.12(B) Exception No. 1: Where RMC_’ IMC, EMT_ or steel History: CR 08-047: crRegister February 2008. 638, f 3—1-09;correction
armoredcable, Ype AC or pe MC, meeting the requirementsin (4) made under s. 13.92 (4) (b) 7., Stats., Register Decemberl2Bb. 672.
of 250.1.8 using metal outlet and junction boxesnstalled for
the portion of the branchircuit between the branch—circuit over ~ SPS 316.230 Services. (1) NUMBER OF SERVICES. (a)
current device and the first outlet, a combination AFCI at the firfheseare department informational notesbe used under NEC
outlet may be installed to provide protection for the remaining30.2(intro.):
portion of the branch circuit. Note: See definition of building in s. SPS 316.100 (2) (a).

(5) COMMON AREA BRANCH CIRCUITS. This is a department rule Note: It is recommended that the electric utility or cooperative supplying electric

in addition to the requirements of NEC 210.25: For Servi(ﬁcq’LgL?;tbe contacted prior to service equipment installationarigrspecial require

upgradesor existing 2-family dwellings onlyseparation of com ) gpstitute the following wording for NEC 230.2 (B) (2):
monarea branch circuits is not required. ) _ Two or more service drops or laterals for the same class of service

(6) LIGHTING OUTLETS REQUIRED. Substitute the following if |ocated more than 150 feet apart, measured in a straight line, and
wording for NEC 210.70 (A) (1): At least one wall switch—eon providedthat all electrical wiring supplied by each service has no
trolled IIghtlng outlet shall be installed in every habitable rOOWbommonraceway or connection with any other service.

kitchenand bathroom. . . " .
S s ) (c) This is a department rule in addition to the requirenants

History: CR 08-047: crRegister February 2009 No. 63, 8F1-09. NEC 230.2 (B): For a building which is not more than 3 stories
in height and which contains onlyd more attached, vertically
separatedside-by-side or back-to—back dwelling units, with
eachdwelling unit served by an individual exterior exit within 6
feetof the exit dischaye grade, a separate service drofataral
Yhallbe permitted for each 2 attached units.

SPS 316.220 Branch-circuit, feeder and service
calculations. (1) GeENerAL. Substitute the following wording
for NEC 220.10: Branch-circuit loads shak calculated as
shownin NEC 220.12, 220.14 and 220.16, or under the super
sionof a Wisconsin professionangineerarchitect or designer of
electricalsystems, circuit load calculations may use a lower unit (2) NUMBER OF SERVICE-ENTRANCE CONDUCTOR SETS. The
load than identified in NEC @ble 220.12 when ergy codes requirementsspecified in NEC 230.40 Exception No. 3 are not
restrictlighting loads to an amount lower than the table valuesncludedas part of this chapter _ N

(2) ExcepTion. This is a department exception to the require (3) LOCATION. This is a department rule in addition to the
mentsin NEC 220.40: requirementof NEC 230.70 (A): Raceways containiservice

. - . . . conductorsor cables, or service entrance cable not contained
Exc_eptlon: Under the supervision of ngonsm professional \ithin a racewaymay not extend longer than 8 feet intowilding
engineerarchitect or designer of electrical systems, the feedergrihe servicalisconnect or the first service disconnect of a group
servicesize may be computed using diverségtors or historical of disconnects as permitted by NEC 230.71. The raceways-or con
dataof a similar type of building, other than one- and 2-familgductorsshall be considered to have entered the building at the
dwelling units. point where they pass through the outer surfaicthe building

History: CR 08-047: crRegister February 2009 No. 638, 8-1-09. exterior,except as permitted by NEC 230.6.
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(4) GeNerAL. This is a department rule in addition to the SPS 316.310 More than three current-carrying con -
requirement®f NEC 230.70: Disconnecting means shall be praluctors in a raceway or cable. This is a departmeixcep
videdto disconnect the utility wiring from the premises wiring ation in addition to the exceptions specified in NEC 310.15 (B) (2)
any point where utility wiring terminates and premises wiringa):
extendsoverhead or undground to more than one building orgxceptionNo. 6: The derating factors shown in NE@ble 310.15
structure. o (B) (2) (a)do not apply to branch circuits supplying an individual

(5) RATING OF SERVICE DISCONNECTING MEANS. This is a dwelling unit except under the following conditions:
departmentule in a}ddlthn to thg requirements of N_EC 2_30.79. (1) Wheremore than two NM cables containing two or more

(a) Two- or multi-family dwellings Except as provided in par current-carryingconductors arénstalled, without maintaining
(b), for 2—family or multi-family dwellings, the service equip spacingbetween the cables, throutfie same opening in wood
mentshall have a rating of not less than 150 amperes, 3-wiref@mingthat is to be fire— or draft—stopped using thermal insula
4-wire. Where the combined rating of all service disconnectingn, caulk or sealing foam, the allowable ampacity of each con
meansis 150 amperes or Iger, the service or feeder equipmeniductor shall be adjusted in accordance withl& 310.15 (BJ2)
ratingfor each dwelling unit shall have a rating of not less than §) and the provisions of 310.15 (A) (2) shall not apply
amperes. (2) Wheremore than two NM cables containing two or more

(b) Exception Serviceequipment having a rating of not lesscurrent—carryingconductors aristalled in contact with thermal
than100 amperes, 3—-wire or 4-wire, may be installed in an-exisisulation without maintaining spacing between cables, the
ing 2—family dwelling only where both of the following condi allowableampacity of each conductshall be adjusted in accerd
tionsare complied with: ancewith Table 310.15 (B) (2) (a).

1. The load computed in accordance with NEC 220 does notlistory: CR 08-047: crRegister February 2009 No. 638 &-1-09.

exceeds0 a”?Peres_- i . SPS 316.312 Cabinets, cutout boxes and meter
2. Specific written approval is granted by the municipadocket enclosures. (1) CasLEs. Substitute the following
inspectiondepartment having jurisdiction. wording for NEC 312.5 (C) Exception (intro.):
History: CR 08-047: crRegister February 2009 No. 638 &81-09. Exception: Cables with entirely nonmetallic sheaths may enter an
SPS 316.250 Grounding and bonding. (1) ResisF ehnclolszu_retkrl]roughdone or morﬁ no&f)lt:xmlg rlaceV\r/]ays Of.(;loé Ie”ssf
ANCE OF ROD, PIPE,AND PLATE ELECTRODES. Substitute the follow 1an12inches and not more than eet in length, provided all 0

ing wording for NEC 250.56: A single electrode consisting of &€ following conditions are met:

rod, pipe or plate shall be augmented by one additielegitrode (2) OwmissioN. The requirements specified in NEC 312.5 (C)

of any of the types specified 250.52 (A) (4) to (A) (8Yhere mul  Exception paragraph (b) are not included as part of this chapter

tiple rod, pipe or plate electrodes ametalled to meet the require  (3) FiTTING. Substitute the following wording for NEC 312.5

mentsof this section, they may not be less than 1.8 m (6 ft) apgit) Exception paragraph (c): A fitting is provided on eachaind

(2) TYPESOF EQUIPMENT GROUNDING CONDUCTORS. This is a theraceway to protect the cable from abrasion.

departmentule in addition to the requirements of N2&0.118: History: CR 08-047: crRegister February 2009 No. 638, 8-1-09.

A metallic raceway installed in direct contact with earttgan . . .

creteslabs or floors pouresh earth, or in exterior concrete walls, _SF> 31%3%4b c(i)'u“?tf'tt'dew-ce’ pLaII andh Jlunctlor

belowgrade shall be augmented with a supplemental equipm fres, conauit bodies, Tings, ~ and mannolé enclo -
Sures. (1) CONDUCTORSENTERING BOXES, CONDUIT BODIES, OR

groundingconductor identified in NEC 2508 (1). This supple ~ - X
P . FITTINGS. This is a department exception to the requiremeits
mentalconductor shall be sized accordance with NEC 250.122.NEC 314.17 (B) and (C):

An aluminum equipment grounding conductor uiedhis pur

poseshall be insulated. Exception: Nonmetallic sheathed cable is not required to be
History: CR 08-047: crRegister February 2009 No. 638, 8-1-09. securedo the boxor conduit body where it is installed in accord
ancewith the wiring method specified in s. SPS 316.312.
SPS 316.300 Wiring methods. (1) ELECTRICAL (2) OuTLET BOXES. This is a department rule in addition to the

REQUIREMENTSFOR PRIVATE SEWAGE SYSTEMS. Thesedepartment requirementsf NEC 314.27 (A):In a dwelling unit, a ceiling out

rulesapply to private sewage systems and are in addition to 1eebox installed for use as a lighting fixture outlet ihabitable

requirementf NEC 300: roomor kitchen and located where a ceiling fan could be installed
(@) Wiring methods. All effluent pump circuit wiring shall shallbe a type listed for ceiling fan support.

i iri ifi i History: CR 08-047: crRegister February 2008b. 638, df 3—1-09;correction
gg?g#%mg}rotfhtigggm)ﬁggvvrlggarrgr(ra]tgr?tis as SpECIerd In NEcl:n (1) made under s. 13.92 (4) (b) 7., Stats., Register December2Nb. 672.

1. Effluent pumps shall be supplied by a separate branch cir SPS 316.334 Nonmetallic-sheathed cable: T ypes
cuit supplying no other loads. NM, NMC and NMS. (1) UsespPermITTED. Substitute the fel

2. Alarm wiring may not be connected to the pump circuitlowing wording for NEC334.10(3): Other structures permitted
3. All abovegroud cables and flexible ords $al be eclosed to be of ypes Ill, IV, and V construction except as prohibited in

to proted againg physicd damage. NE(§)33D4E.IiLE2T.ION The requirementspecified in NEC 334.12 (A)
4. The neutral conductor may not be common to both alar, : : : .
and pump circuits. (5) are not included as part of this chapter

History: CR 08-047: crRegister February 2009 No. 638, 8~1-09.
Note: This prohibits use of a multi-wieranch circuit to supply both the alarm y 9 y

an’c\i‘g)ttér:npsnée NEC 430.102 for location of disconnects. . SPS.316'358 Us_es permittEd' Thisis a departmeMIe .
(b) Ground—fault cicuit protection. A single receptacle in addition to the requirements of NEC 358.12: Electrical metallic
P : 9 P |%k%i)ng may not be used in direct contact with earth, in concrete

t
locatedat the pump chamber that has an alarm or pump cor_mecéj sor floors poured on earth, or in exterior concrete walls below
to it does not requirground—fault circuit—interrupter protection.

rade.
(2) PROTECTION AGAINST PHYSICAL DAMAGE. The require J History: CR 08-047: crRegister February 2009 No. 638, &1-09.
mentsspecified in NEC 300.4 (D) are not included as part of this
chapter. SPS 316.400 Uses not permitted.  This is a department
History: CR 08-047: crRegister February 2009 No. 638, &1-09. exceptionin addition to the exception in NEC 400.8 (4):
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ExceptionNo. 2: Flexible cords and cables permitted by NE@ent. These dimensions may be reduced where a noncombustible
400.7(A) that are connected to sources other than busways ni@yrieris installed that extends at least 3 feet beyond eaclokide
be attached to adequatedyipported equipment or building sur thealternate power source and transforniére height of the bar
facesprovided the type oford or cable, the attachment to thdi€r shall beat least one foot above the top of the transforelee
building and equipment, and the support comply withythavi trical metering, serviceequipment, or alternate power source,

: whicheveris higher
sions of NEC 368.56 (B). . U
History: CR 08-047: crRegister February 2009 No. 638, 81-09. (3) DeLETION. The requirements specifiedWEC 700.12 (B)

(3) are not included as part of this chapter

SPS 316.406 Tamper—resistant receptacles in Note: S_ee chs. SPS‘361 to 366 for further requirements.
dwelling units. This is a department exception to the require HiStoy: CR 08-047: ciRegister February 2009 No. 638; 8F1-09.
mentsspecified in NEC 40611 SPS 316.701 Legally required standby systems.
Exception: The requirements regardirigmper resistant recep (1) ApbiTioN. This is a department rule in addition to the require
taclesin dwelling units shall take fefct on January 1, 2010. mentsin NEC 701.1 (intro.): The enclosure of the alternate
History: CR 08-047: crRegister February 2009 No. 638, 8+1-09. sourceof power located outdoofer legally required standby sys
temsshall be located at least f€et horizontally from any com
SPS 316.450 Transformers and transformer vaults. bustibleportion of a Ype I, TypelV, or Type V building and at

(1) OvERCURRENTPROTECTION. This is a department rule in addi least 20 feet from an outdooelectrical transformerelectrical

tion to the requirements in NEGifile 450.3 (A) Note 3: The qual metering,service equipment or normal power distributésuip

ified person can be either an employee at that location or ment. These dimensions may be reduced where a noncombustible

employeecontracted for this purpose who is readily available. barrieris installed that extends at least 3 feet beyond eaclofside
(2) LocarioN. Substitute the following wording faNEC thealternate power source and transformigne height of the bar

450.41: Vaults containing oil-insulated transformers shall bégier shall beat least one foot above the top of the transfqraiee

locatedwhere the vaults can be ventilated to the outsideittir  trical metering, serviceequipment, or alternate power source,

out using flues or ducts, except where a petition for variancevidiicheveris higher

approved. (2) DeLETION. The requirements specified in NEC 701(B)
History: CR 08-047: crRegister February 2009 No. 638, 81-09. (3) are not included as part of this chapter
. . Note: See chs. SPS 361 to 366 for further requirements.
SPS 316.511 Classifications of locations. The History: CR 08-047: crRegister February 2009 No. 63, 8f1-09; correction

requirementspecified in NEC 51L3 (C) (1) (a) and 31(C) (2) in (1) made under s. 13.92 (4) (b) 7., Stats., Register February 2009 No. 638.
(a) are not included as part of this chapter

History: CR 08-047: crRegister February 2009 No. 638, 8+1-09. SUbChapter IV — Electrical Inspectlon
SPS 316.620 Branch circuits for other utilization SPS 316.900 Purpose. Pursuant to s101.82, Stats., the
equipment. This is a department informational note to be usdi}'"Pose of this subchapter is to establish rules for the inspection
underNEC 620.25: of electrical construction of farms, public buildings and places of
Note: See NEC 620.53, 620.54 and 620.55 for additional requirements. em_ployment. )
History: CR 08-047: crRegister February 2009 No. 63§, 8+1-09. History: Cr. Register September1999, No. 525, &€f10-1-99 CR 08-047:

renum.from Comm 16.60 Register February 2009 No. 6383efl.—09.

SPS 316.675 Disconnecting means. This is a depart

mentrule in addition to the requirementsNEC 675.8: A service SPS 316.905  Scope. This subchapter specifies the elec

trical construction to be inspected, the inspection procedures to be

silgg?jr;rt]?ﬁgnsggr]\iigs (\;\:'g? ir? \éeclfgrgggiep Uvjittic:\'gz:agg()e \})Ire followed and the procedures for connection of electric service.
p ' History: Cr. Register September1999, No. 525, &f10-1-99 CR 08-047:

History: CR 08-047: crRegister February 2009 No. 638, &f-1-09. renum.from Comm 16.61 Register February 2009 No. 6383efl-09.

SPS 316.680 Equipotential bonding. (1) PERIMETER SPS 316.910 Application.  This subchapter applies to
SURFACES. This is a department rule in addition to tleguire  persons,independent inspectiongencies, municipalities and
mentsof NEC 680.26 (B) (2). The requirements specified in NE€tategovernmental agencies engagrethe inspection of electri
680.26(B) (2) does not apply to a listed self-contained spa or hgdl construction for the purposes of administering and enforcing
tub constructed with nonmetallic walls. this chapter on farms and in public buildings and places of

(2) PooL waTER. This is a department rule in addition to theemploymentand to companies or utilities providing connection
requirement®f NEC 680.26 (C). Theequirements specified in of electric service.

NEC 680.26 (C) does natpply to a listed self-contained spa or History: Cr. Register September1999, No. 525, &10-1-99 CR 08-047:
hot tub constructed with nonmetallic walls. renum.from Comm 16.62 Register February 2009 No. 6383efl—09.

History: CR 08-047: crRegister February 2009 No. 638, 8~1-09. SPS 316.915 Definitions. In this subchapter:

SPS 316.700 Emergency systems. (1) WIRING, EMER- (1) "Certified inspector” means a certified commercial elec
GENCYSYSTEM. This is a department rule in addition to the reguirdrical inspector
mentsof NEC 700.9 (B): (2) “Commercial electrical inspector” means a persoho

(a) Except as provided in pab), emegency circuitwiring ~ conductsinspections of electrical construction of farmsiplic
shallbe listed racewaysype AC cable or ype MC cable. buildingsand places of employment.

(b) Emegencylighting fixtures may use flexible cord conrec . (3) “Department’means the department of safety and profes
tions in compliancewith NEC 410.62 (C) for electric disclyr Sionalservices.
luminaries. (4) “Electrical construction” means thastallation of electri

(2) GENERALREQUIREMENTS. This is a department rule in agldi ¢&l wiring. )
tion to the requirements in NEC 700.12 (intro.): The enclosure of (5) “Electrical contractor” means any persdinm or corpora
the alternate source of power located outdoors for gemay sys  tion engaged in the business of erecting, installing, altering,
temsshall be located at least it horizontally from any com repairing,servicing or maintaining electrical wiring.
bustibleportion of a Ype llI, TypelV, or Type V building and at (6) “Electrical wiring” means all equipment, wiring, material,
least20 feet from an outdoocelectrical transformerelectrical fittings, devices, appliances, fixtures and apparatus used for the
metering,service equipment or normal power distributezuip  production, modification, regulation, control, distribution, -uti

RegisterDecember 201l No. 672


http://docs.legis.wisconsin.gov/code/admin_code

File inserted into Admin. Code 1-1-2012. May not be current beginning 1 month after insert date. For current adm. code see:
http://docs.legis.wisconsin.gov/code/admin_code

201 SAFETY AND PROFESSIONAL SERICES SPS 316.940
lization or safeguarding of electrical eggrfor mechanical, 3. The municipality provides the department with a copy of
chemical,cosmeticheating, lighting or similar purposes as <ovits electrical ordinances anslibsequent revisions to the ordi
eredby the scope of this chapter nances.
(7) “Farm” means a place where farming is conducted. 4. The municipalitys ordinances adopt this chapter in its
(8) “Farming” hasthe meaning specified under s. 102.04 (3gntirety.
Stats. 5. The municipalityemploys or contracts with certified

Note: Unders. 102.04 (3), Stats., “farming” means the operation of farm premist3spectorsor independent inspection agencies to perform electri
ownedor rented by the operatotFarm premises” means areas used for operationsg| inspection functions.
hereinset forth, but does not include other areas, greenhouses or other simiar struc .. . . .
turesunless used principally for the production of food and farm plants. _6- The_munl_CIpallty prondeS the depar!ment V\_/lth the names
Note: Section 102.04 (3), Stats., states that the operation of farm premises sbéllits certified inspectors oindependent inspection agencies
bedeemed to be the planting and cultivating of the soil thereof; the raising and @mployedor contracted by the municipality
vesting of agricultural, horticultural or arboricultural crops thereon; the raising, L . . .
breedingtending, trainingand management of livestock, bees, poultr-bearing 7. Themunicipality provides the department with any infor

animals wildiife or aquatic life, or their products, thereon; the processing, dryingnation requestedoy the department relative to the electrical

packing,packaging, freezingrading, storing, delivering to storage, to market or ti ; ; i
acarrier for transportation to market, distributing directly to consumers or marketﬂ@specnonOf public buildings and places of employment.

anyof the above-named commodities, substantially all of which have been plantediote: Section 13.48 (13), Stats., exempts state buildings from local ordinances or

or produced thereon; the clearing of such premises and the salvaging ofaimber€gulationsrelating to building construction, permits and similar restrictions.

management and use of wood lots thereon, but not including logging, lumbering or(b) Joint jurisdiction. Municipalities may jointly exercise the

wood cutting operations unless conducted as an accessory to other farming OH‘EIﬁsdiction granted in par(a)

tions; the managing, conserving, improving and maintaimihsuch premises or the . ! L .

tools, equipment and improvements thereon and the exchange afsabeces or (c) Municipal contracts.A municipality may contract with a

theexchange of use of equipment with other farmers in pursuing such activitiescertified inspectorindependeninspection agency or the depart
(9) “Independeninspection agency” means any corporationment for those inspection services which the municipality does

partnershipor sole proprietgrother than a municipal corporation,not perform under paka) or (b).

thatperforms inspections of buildings. (d) County. 1. Ordinances enacted by a county under this sub
(10) “Municipality” means a cityvillage, town or county in sectionestablishing electrical inspection functions shall apply to

this state. all municipalitieswithin that county which have not assumed
(11) “Person” includes all partnerships, associatiomsd jurisdiction.

bodiespolitic or corporate. 2. Ordinances enacted by a county under this subsection
(12) “Placeof employmenthas the meaning specified unde€stablishingcounty electrical inspection functions may not-pre

5.101.01 (1), Stats. ventor prohibit a municipality within thatounty from assuming

Note: Under s. 101.01 (3, Stats., “place of employment” includes every placethosefunctions at any time.
whether indoorsr out or undeground and the premises appurtenant thereto where (e) Relinquishing of jurisdiction.The municipality shall notify

eithertemporarily or permanently any industtsade or business is carried on, or . P f
whereany process or operation, directly or indirectiated to any industryrade the department, in writing, at least 30 days prior to the date upon

or business, isarried on, and where any person is, directly or indireethployed  Which the municipalityintends to relinquish jurisdiction responsi
by another for direct or indirect gain or profit, but does not include any place whesfljties.
persons are employed in private domestic service which does not involve the use ﬂistory: Cr. Register September1999, No. 525, &f10-1-99 CR 08-047:

mechanical power or in farming. “Farming” includes those activities specified in ; z
102.04 (3), and also includes the transportation of farm products, supplies er eqr[%gum.from Comm 16.64 Register February 2009 No. 6383¢1.-09.

ment directly to the farm by the operator of said farm or employees for use thereon, . .

if such activities are directly or indirectly for the purpose of producing commodities ©PS 316.930 Electrical pla_n review. Upon request, _the

for market, or as an accessory to such production. When used with relationto bul@partmentmay perform electrical plan review for dwellings,

ing codes, &P)'acef employment does “Otf'“c'fgf  an adult family home, as definggublic buildings, places of employment and electrical services.

in's. 50. , orexcept for the purposes of s. previously constructed bui . . A7 ; _

ing used as a community—basedidential facilityas defined in s. 50.01 (1g), which History: CR 08-047: crRegister February 2009 No. 63, 8F1-09.

serves20 or fewer residents who are not related to the operator or administrator .

u : G . o SPS 316.940 Inspections. (1) PERSONSAUTHORIZED TO

(13) “Public building” has the meaning specified under s. :

101.01(12), Stats. PERFORMINSPECTIONS. (@) General. Inspections performed for a

Note: Under s. 101.01 (12), Stats., “public building” means any structure, inclug]ummpa“ty’ IndEpenqe.m |nspectlon agen.cy Or. the department
ing exterior parts of such building, such as a porch, exterior platform opstegs 101 the purposef admln_ls_te“_ng and enforcing this chapter shall
ing means of ingress or egress, used in whole or in part as a place of resort, ask@mperformed by a certified inspector

blage,lodging, trade, trdit, occupancy or use by the publiclyr 3 or more tenants. : e . . .
Whenused in relation to building codes, “public building” does not include a pre, (b) Right of entry A Cert'f'ed inspector performing 'nSpe‘?
viously constructed building used as a community-bassitiential facility as tionsunder par(a) may during reasonable hours, enter any build
definedin s. 50.01 (1g) which serves 20 or fewer residents who are not related toitg or premises in the disclugr of his or her ditial duties for the
operatoror administrator or an adult family home, as defined in s. 50.01 (1). - ; i : f 3
History: Cr. Register Septemberl999, No. 525, f10-1-99 CR 08-047: PUrPOseof making inspections, re—inspections or testing of-elec
renum.from Comm 16.63 Register February 2009 No. 6383efl-09;correction  trical construction.

in (3) made under s. 13.92 (4) (b) 6., Stats., Register Decemberl2Bb. 672. Note: Section SPS 305.63 contains requirements pertaining to the certifichtion
commercialelectrical inspectors.
SPS 316.920 Authority. (1) DEPARTMENTAL AUTHORITY. (2) MuniciPAL INSPECTIONS. (&) Electrical wiring requiring

Pursuantto ss. 101.82 and 101.84, Stats., the departisentinspection. Municipalities exercising jurisdictionnder s. SPS

grantedthe authority and jurisdictioaver the inspection of elec 316.920(2) shall provide for inspection of all electrical wiring in

trical construction of farms, public buildings and places dill of the following:

employment. 1. Newconstruction, additions, alterations and changes of use
(2) MUNICIPAL AUTHORITY. (a) Jurisdiction conditions.Pur  Of public buildings and places of employment requiring submittal

suantto s. 101.86 (1), Stats., municipalities may exercise jurisdief building plans under s. SPS 361f80the classes of occupan

tion over inspection of electrical constructionpublic buildings ~ciesspecified under sub. (4) (a).

andplaces of employment by passage of ordinances, providing all 2. Such other installations as required by the municipality

of the following conditions are complied with: (b) Inspection types.Inspections required to be performed
1. The municipalitys ordinances meet the minimum requireshallbe of all of the following types for the purpose of determining
mentsof this subchapter if the electrical construction complies with this chapter:

2. The municipality notifies the departmentiedst 30 days 1. Aninspection before the construction is concealed.
prior to the dataupon which the municipality intends to assume 2. Re-inspections, as necess#myconfirm compliance and
thejurisdiction. satisfactory completion of all electrical construction.
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3. Afinal inspection. 4. Community—based residential facilities.

(c) Permit required. 1. Except as provided in subd. 2., noelec 5. Restaurants having a capacity of 100 or more occupants.
trical wiring specified inpar (a) may be installed unless an 6. All indoor theaters.

applicationfor a permit and theequired fees have been submitted () Random inspectionsThe department may perform fan
to the municipality exercising jurisdiction under s. SPS 316.929,,, inspections of electrical wiring in any new construction,

). additions,alterations and change of usepafblic buildings and

2. Under emaggencyconditions, the necessary electrical-conplaces of employmentthat are not within the boundaries of
structionmay becommenced without submitting an applicatiormunicipalitiesexercising jurisdiction.

for a permit; howevetthe person performing the ergency con (c) Requested or complaiittspections.The department may
structionshall report the construction to the municipalitla®r e rforminspection of electrical construction in public buildings

thanthe next business dafrhe emagency installation shall cen . places of employment in any municipalitgon written request
form to this chapter or complaint.

(d) Inspection. 1. Upon completion of the electrio&lring ) Farm inspections The departmenhay inspect electrical
requiredto be inspected under péa) or before any electrical Wir -qnctrictionon farms.

ing is to be h'ddemom view the person, firm or €Orporation = pisiory: Cr. RegisterSeptemberl999, No. 525, €f10-1-99: CR 01-139: am.
installing the electrical wiring shall notify the municipality that(2) (a) 1. and (4) (a) (intro.) Register June 2002 No. 5587€1-02 CR 08-047:
i i i i i renum.from Comm16.65 Register February 2009 No. 638, f1-09; corrections
theinstallation IS re"?ldy for mspectlo_n. . . in (2) (a) (intro.), (c)L., (d) 3. and (3) (&) made under s. 13.92 (4) (b) 7., Stats., Register
2. The certified inspectaesponsible for the inspection shallrebruary2009 No.638;correction in (2) (a) 1., (c) 1., (d) 3., (3) (a), (4) (a) (irtr)
672.

perform the requested inspection within 2 business days aftexdeunders. 13.92 (4) (b) 7., Stats., Register December 20do.
receivingnotification.

3. If upon inspection, it is found that the installation is fu”? SPS 316.950 Connection of electric service. The

. . A . - . mpanyor utility furnishing electric current shall obtgmoof
in compliance with this chapter and the municipal ordinances, ; Ph : ; ; ohi
certified inspector shall approve the installation and authori %telectrlcal wiring complies with this chapter before furnishing

concealmenbf the electrical wiring or connection of electsier fie service, as follows: . . .
vice. For connection of electric service, the certified inspectqr (1) CERTQF'CABE REQUIRED. The electrical wiring reguwed to q
shallissue the certificate required in s. SPS 316.950 (1). einspected under s. SPS 316.940 (2) (a) may not be connecte

4. If the installation is incomplete or not in compliance Wm{gr use until a certificate is filed with the company or utility-fur

. L : ishingelectric current. The certified inspector authorized te per
this chapter or the municipal ordinances, orders to correct shall : ; ) e :
issuedin accordance with the municipal ordinances. fi ?m the inspection shall complete dfild the certificate with the

3 | Municipaliti companyor utility.

(3) NDEPENDENT AGENCY INSPECTIONS. (a) unicipatities. (2) STATEMENT REQUIRED. Electrical wiring not requiring

Independentinspection agencies performing inspecticios pyA .

municipalitiesexercising jurisdiction under SPS 316.920 (2) certificateunder sub. (1) may not be connected for use untilta

shall provide inspections in accordance with the requ.irerma‘ntste.n statement is filed with the company or utility furnishing elec

sub.(2) for municipalities tric current indicating that the electrical wiring complies with this
: P ) chapter.The electrical contractor or other person doing the wiring

_(b) Department. Independent inspection agencies performingjcomplete and file the written statement with the company or
inspectiongor the department shall provide inspections as SPeGility.

fied in the contract with the department. History: Cr. Register September1999, No. 525, &f10-1-99 CR 08-047:
(4) DEPARTMENT INSPECTIONPROGRAM. (@) Specific inspec renum.from Comm16.66 Register February 2009 No. 638, 2f1-09; corrections

: : . . . in (intro.) and (1) made under s. 13.92 (4) (b) 7., Stats., Register February 2009 No.

tions. Th_e depa(t_ment may "_‘SpeCt all electrical wiring In né (B;corr)ectior(l i)n (1) made under s. 13(.9)2((3,) (b) 7., Stats? Register Dergember

construction,additions, alterations and change of use of publmiiNo. 672.

buildingsand places of employment requiring submittal of build ) )

ing plans under s. SPS 361.30 in all of the following occupanciesSPS 316.960 Technical assistance. ~ The department

that are not within the boundaries of municipalities exercisinghall provide technical assistancett® extent possible with the

jurisdiction: availableresources to arngerson, upon written request, regarding
1. Nursing homes and health care facilities. interpretationand applicatiorf this chapter The technical assist
2. Hotels, motels, and other buildings that provide overnigﬁ{]c.e may consist of telephone, written, inftoé or on-site

accommodations. review of specific problems.

History: Cr. Register September1999, No. 525, &/10-1-99 CR 08-047:
3. Day care centers and schools. renum.from Comm 16.67 Register February 2009 No. 6383efl—09.

RegisterDecember 201l No. 672
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